
The responses to bidders' inquiries are provided for the bidders’ convenience only. In some instances, the question and answer may 
represent a summary of the matters discussed rather than a word-for-word recitation. The responses may be considered along with 
all other information furnished to prospective bidders for the purpose of bidding on the project. The availability or use of information 
provided in the responses to contractors' inquiries is not to be construed in any way as a waiver of the provisions of Section 2-1.03 
of the Standard Specifications or any other provision of the contract, the plans, Standard Specifications or Special Provisions, nor to 
excuse the contractor from full compliance with those contract requirements. Bidders are cautioned that subsequent responses or 
contract addenda may affect or vary a response previously given.  Inquiries along with responses may be posted at the website only 
when the inquiries are submitted in any of the acceptable manner prescribed under the Notice to the Contractors and when the 
responses have already been communicated to the individual inquirers.  Bidders’ inquiries received over the phone must be 
followed-up and submitted in writing for an official response. 
 
The Bidders’ inquiries and Responses may be updated from time to time and bidders are enjoined to check the website regularly 
and immediately prior to the scheduled bid opening. 
 
 
Caltrans District 8 Office is located at 464 W. Fourth Street, San Bernardino, CA 92401-1400. 
Send Contractor Inquiries via email to d8_pbi@dot.ca.gov 
The mailing address is 655 2nd Street, San Bernardino, CA 92402.  
Phone (909) 383-5961 
Fax (909) 383-6739. 
All inquiries must include the contract number.  
 

08-489304 

Inquiry 
No.  

Inquiry/Response  

1.0 Question_1: Sheet X-1 calls for permeable material around the edge drain. Is this filter 
material (aggregate), ATPB or CTPB? If aggregate is required, please provide gradation 
specification. 
 
Response: The Filter material around the edge drain is Class 2 Permeable Material. 

2.0 Question_2: What is the intended award date? The special notices says the award period 
has been extended beyond the 60 days stated in section 3-1.01. Is award of this project 
contingent upon an approved state budget for f.y. 2011-2012? 
 
Response: The Department awards the Contract, the award is made to the lowest 
responsible bidder within 60 days. 

3.0 Question_3: Since one bidder inquiry has asked will the material be ATPB or CTPB and the 
response is, that the material shall be Class 2 Permeable material. 
Will any filter fabric be required between the Class 2 AB and the Class 2 perm? How will that 
be paid for? or is incidental to the item ? 
 
Response: Payment for filter fabric will come from plastic pipe (edge drain) full compensation 
per Section 68-3.05 (page 192 of 283 in red book). 

4.0 Question_4: Once the Class 2 Permeable is in place how will the Class 2 AB be placed on 
it? It is not reasonable to expect that this section will  support a loaded truck to deliver the 
AB. 
K-rail adjacent to the widened shoulder section will prohibit side access for truck delivery. 
 
Response:  Method of placement is up to Contractor; however, Contractor shall not be 
allowed to damage membrane. 

5.0 Question_5: Is there an addendum for Contract 08-489304 is being issued to revise the 
Federal Minimum wages? 
 
Response: Yes. Please refer to Addendum # 1 issued on March 04, 2011.  
 
http://www.dot.ca.gov/hq/esc/oe/project_ads_addenda/08/08-489304/ad1/ 
    



 
6.0 Question_6: The contours on G-1 are left out on G-1 at the match line with G-2. Please 

provide complete contour information. 
 
Response: Pending. 

7.0 Question_7: What is the spec for the Impermeable Membrane 
 
Response: Pending 

 


